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the individual U300 or U400 Series design in the UL Fire Resis-
tance Directory. ‘Max diameter ob-opening is 4-3/8 in.

The hourly F and T ratings of the firestop system are equal to the
hourly fire rating of the wall assembly in which it is installed.

. Through Penetrants — One.nonmetdllic'pipe, conduit or tubing to be

centered within the firestop system. The max diam of the through péh-
etrant and annular space within the firestop system is dependent upon
the type of fill material (Item 3). Pipe, conduit or tubing to be rigidly
supported on both sides of the wall assembly. The following types and
sizes of nonmetallic pipes, conduits or tubing ma be used:

A. Polyvinyl Chloride (PVC) Pipe — Nom 2 in. diam (or smaller)
Schedule 40 solid core PVC pipe for use in closed (process or
supply) piping systems. ' .

B. Chlorinated Polyvinyl Chloride {CPVC) Fipe — Nom Z in,
diam (or smaller) SDR17 CPVC pipe for use in closed (process or
supply) piping systems. _ o

C. Rigid Nonmetailic Conduit+ — Nom 2 in. diam (or smaller)
Schedule 40 PVC conduit installed in accordance with Article 347
of the Nationa) Electrical Code (NFPA No. 70).

D. Electrical Nonmetallic Tubing (ENT)+ — Nom 1 in. diam (or
smaller) PVC tubing insfalled in accordance with Article 331 of
the National Electrical Code (NFPA No. 70).

. Fill, Void or Cavity Material* — Sealant — In 2 hr fire rated assem-

blies, min 1-1/4 in. thickness of fill material applied within the annu-
Jus, flush with both surfaces of wall. In 1 hr fire rated assemblies, min
5/8 in. thickness of fill material applied within the annulus, on both
surfaces of wall. Additional fill material to be installed such that a min

T Rating — 0 Hr

ey T

T

SECTION AA

1. Floor or Wall Assembly — Min 4-1/2 in. thick reinforced lightweight

or normal weight (100-150 pcf) concrete floor or min 5 in. thick rein-
forced lightweight or normal weight concrete wall. Wall may also be
constructed of any UL Classified Concrete Blocks*. Floor may also be
constructed of any min 6 in. thick UL Classified hollow-core Precast
Concrete Units*. Diam of circular through opening to be min 3/8 in.
to max 3-1/4 in. larger than diam of steel pipe or conduit (Item 2).
Max diam of opening in hollow-core precast concrete unit floor is 7
in.

See Concrete Blocks (CAZT) and Precast Concrete Units (CFTV) catego-
ries in the Fire Resistance Directory for names of manufacturers.

. Through Penetrants — One metallic pipe, conduit or tubing to be

installed either concentrically or eccentrically within the firestop sys-
tem. The annular space shall be min 0 in. to max 3-1/4 in. Pipe, con-

System No. W-L-2038 SySteF“[l“ §°°E'21?{]'1254 ROME ROOM NAME AND NUMBER A. THE CONTRACTOR SHALL BE PREPARED TO STOP ANY
(Formerly System No. 614) T Rt T He WORK AND CLEAR UP THE WORK AREA IF SO ASKED IN
F Rating — 1 and 2 Hr (See Item 1) & MEDICAL SITUATIONS REQUIRING SUCH ACTION.
T Rating — 1 and 2 Hr (See Item 1
- N I DETAIL CALLOUT B. THE CONTRACTOR SHALL NOT ORDER OR INSTALL ANY
A akFr O MATERIALS OR EQUIPMENT UNTIL SUBMITTALS FOR SUCH
r -5..; \\% DETAIL NUMBER HAVE BEEN APPROVED.
- |4 SHEET WHERE DETAIL IS DRAWN
C. ALL TOOLS AND MATERIALS USED IN THIS PROJECT SHALL A
O - — é < @ \ SECTION CALLOUT BE PROPERLY SECURED AT ALL TIMES BY THE
| . » CONTRACTOR TO REDUCE POSSIBILITY OF ANY OF THESE
Nt s e DETAIL NUMBER TOOLS BEING A HAZARD TO PATIENTS, VISITORS, OR
: T : SECTION A- SHEET WHERE DETAIL IS DRAWN EMPLOYEES.
1. Floor or Wall Assembly — Min 4-1/2 in. thick reinforced lightweight 10'—6” —VERTICAL ELEVATION
or normal weight (100-150 pcf) concrete. Wall may also be constructed ‘é— D. THE CONTRACTOR WILL BE RESPONSIBLE FOR ACQUIRING
i il I b & of any UL Classified Concrete Blocks*. Max diam of opening is 9 in. |.D. BADGES FOR EACH MEMBER OF HIS WORK FORCE.
SECTION A-A See Concrete Blocks (CAZT) category in the Fire Resistance Directory for @7__ COLUMN CENTERLINE DESIGNATION VALID FORMS OF I.D. ARE REQUIRED TO RECEIVE BADGES.
| __ names of manufacturers. COORDINATE WITH COR.
1. Wall Assembly — The 1 or 2 hr gre}r?fd g)iPS'z?; ;ﬁu?f?ﬁi/ri?fner 2. Steel Pipie — Nom 8 in. diam (or smaller) Schedule 10 (or heavier) EXTERIOR ELEVATION CALLOUT
aterials ; - i :
e o e 11300 or U400 Series Wall and Partiion stecl pipe. Ore pipe to be centered within the irestop system. A nom N £, THE CONTRACTOR, AT HIS EXPENSE, WILL BE RESPONSIBLE
s in the UL Fire Resistance Directory and shall include the fol- el 1o TequTeC MR et S1esiap syt Lipe (0 \A201 ) DETAIL NUMBER FOR TRAINING EACH MEMBER OF HIS WORK FORCE ON VA
R i e erigldy supported on.bot sides of floor o wall assembly, POLICIES FOR ON—SITE WORK BEFORE ANY MEMBER WILL
owing cons St I 3. Fill, Void or Cavity Material* — Caulk — Caulk fill material to be SHEET WHERE DETAIL IS DRAWN BE ALLOWED TO PERFORM WORK ON VA PREMISES
A. Stt‘udS-i- ks c?s vlglzrggigtudsyto consist of nom 2 by 4 in. lumber forced within the annulus to the max extent possible, flush with top 1 '
Spaced 16 in, OC. Steel studs to be min 2:1/2 in wide and ey B ooy ninpttvuitaggy cbvall INTERIOR ELEVATION: CALLOUT F.  ABSOLUTELY NO VA TOOLS, MATERIALS, OR EQUIPMENT
spaced max 24 in. OC. “Bearing the UL Classification Mark 4 2 " WILL BE LOANED OR GIVEN BY THE VA TO ANY MEMBER
* - 5/8 in. thick, 4 ft wide with square or earing the assification Mar |
> ta});gj:c;n egg:s,r.dThe qu)SLllll-’ln wallboard type, thickness, number of System No. C-AJ-1255 SHEET WHERE DETAIL 15 DRAWN OF THE CONTRACTOR’S WORK FORCE AT ANY TIME.
layers, fastener type and sheet orientation shall be as specified in F Rating — 2 Hr 3 DETAIL NUMBER

ANY SMOKE DETECTORS HAVING ANY POTENTIAL FOR
EXPOSURE TO CONSTRUCTION SMOKE, DUST, AND DEBRIS
SHALL BE SUITABLY PROTECTED TO PREVENT ACCIDENTAL
ALARM. TEMPORARY PROTECTION MEASURES SHALL BE
REMOVED AT END OF WORK OPERATIONS EACH DAY. ALL
SUCH ACTION MUST BE FIRST COORDINATED AND CLEARED
WITH COR AND THE VA SAFETY MANAGER.

THE CONTRACTOR MUST PROVIDE A WRITTEN FIRE SAFETY
CHECKLIST AT THE END OF EVERY WORK DAY TO THE COR
CERTIFYING THAT ALL WORK AREAS HAVE BEEN SURVEYED
AND FOUND TO BE SECURE, SAFE, AND FREE OF ANY
FLAMMABLE LIQUIDS.

CONTRACTOR SHALL COORDINATE ONLY WITH THE COR AND
CONTRACTING OFFICER.

SEE SPECIFICATION SECTION 01 OO OO0 FOR INTERIM LIFE
SAFETY MEASURES.

CONTRACTOR SHALL FIELD VERIFY DIMENSIONS & ALL
EXISTING CONDITIONS PRIOR TO PROCEEDING WITH THE
WORK.  EXISTING CONDITIONS ARE BASED ON GOVERNMENT
FURNISHED EXISTING DRAWINGS AND LIMITED FIELD
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5/8 in. thick crown is formed around the penetrating item and lapping Siiieei bk ook .
n. thick, , : g to be rigidly supported on both sides of floor or wall INVESTIGATION. NOTIFY COR OF ANY DISCREPANCIES.
a min 1 in. beyond the periphery of the opening, e assembly. The following types and sizes of metallic pipes, conduits or M ATERI AL LEGEN D
The max diam of the through penetrant and annular space within the tubing may be used: AL FINISH COLORS TO BE SELECTED BY COR WHERE NOT
{irclestop system is dependent upon the type of fill material as tabulated A. Steel Pipe — Nom 10 in. diam (or smaller) Schedule 10 (or — THERWISE INDTCATED
Oelow. heavier) steel pipe. Y :
Max Diam of Through Nom Annular Fill Mtl Type B. Conduit— Nom 6 in. diam (or smaller) steel electrical metallic EARTH ?‘ ‘ ‘:‘ ‘ ‘:‘ ‘ ‘:
Penetrant In. Space In. tubing or steel conduit. L SEAL ALL PLATES, COVERS, DEVICES, AND GENERAL WALL
142 FSP 1100 Putty 3. Firestop System — The firestop system shall consist of the following; AND CEILING PENETRATIONS IN ALL NEW SPACES, TYPICAL.
1 FS 1900 Sealant . o Paclking Material — Min 3-1/2 in. thickness of min 4.4 pcf min- GRAVEL Q%
eral wool batt insulation or ceramic (alumina silica} fiber blanket " ”
W R GRACE & CO - CONN fi.rmly Eaeked into opening as a permanent form. Packing mate- PROVIDE MINIMUM (1) 16" x 16" ACCESS PANELS IN HARD
CONSTRUCTION PRODUCTS DIV —FSP 1100 Putty or FS rial to be recessed from top surface of solid concrete floor, or . e p CEILINGS WHERE DUCTS AND DAMPERS OR OTHER PIPES
1900 Sealant. from both surfaces of wall or hollow- core floor as required to CONCRETE a, ‘ REQUIRE ACCESS. COORDINATE EXACT LOCATION W/COR.
+Bearing the UL Listing Mark accommodate the required thickness of fill material. : ) : PROVIDE ADDITIONAL ACCESS PANELS IN CHASES AT EACH
*Bearing the UL Classification Marking B BEL, NOIsGHCavily Maleral ™= Gaylk == Minasitl i fiidloess FLOOR TO ACCESS DUCTS AND DAMPERS.
of fill material applied within the annulus, flush with top surface MORTAR. STUCCO
of solid concrete floor, or with both surfaces of wall or hollow- ’
core floor. At the point contact location between pipe and con- CEMENT PLASTER OPEN EXISTING PLASTER ON TERRACOTTA WALLS AS
crete, a min 1/2 in. diam bead of caulk shall be applied at the NECESSARY TO INSTALL NEW DUCTS, PLUMBING AND
concrete/pipe, conduit or tubing interface on the top surface of SECTION ELECTRICAL DEVICES. RECONSTRUCT WALL AND FINISH TO
?lolid concrete floor or on both surfaces of wall or hollow-core MATCH EXISTING. ADD ACCESS PANELS AS REQUIRED.
Sk CONCRETE MASONRY
UNIT PLAN
THE CONTRACTOR SHALL BE RESPONSIBLE FOR ALL
REQUIRED DEMOLITION. ITEMS, MATERIALS, AND DEBRIS
STEEL SHALL BE DISPOSED OF IN AN APPROVED MANNER AND
LOCATION OFF SITE.
INSULATION RIGID INDICATED EXISTING CONDITIONS ARE BASED ON LIMITED
FIELD INVESTIGATION. CONTRACTOR SHALL VERIFY ALL
DIMENSIONS AND CONDITIONS PRIOR TO PROCEEDING WITH
THE WORK. ANY DISCREPANCIES BETWEEN THE DEMOLITION
INSULATION BATT PLAN AND THE ACTUAL EXISTING CONDITIONS, OR
POTENTIAL CONFLICTS WITH, OR INTERRUPTION OF ANY
BUILDING SYSTEMS OR SERVICES SHALL BE BROUGHT TO
BRICK THE IMMEDIATE ATTENTION OF THE COTR PRIOR TO
PROCEEDING WITH WORK.
REFER TO ENGINEERING DRAWINGS FOR ADDITIONAL
WOOD (ROUGH) INFORMATION
WOOD FINISH j)J(//
e
I__
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CODE ANALYSIS CODE ANALYSIS

Salem Building 17 Renovation - Code Review

|Accessibility | [life Satety |
ABA NFPA 101
F206.2.3 Multi-Story Buildings and Facilities Occupant Load
Exception 3 "In res SF/person Maximum  Actual
@ % D_ - - - -1 B = i — _._I — —— — — LI [ al Table 7.3.1.2 200 46 24
" r ﬂ v ﬁ r ﬁ le route” Capacity
RES|DE2NOT4 ROOM RESIDENT ROOM| RESIDENT F2d ling Unites Provided by Other Federal Agencies Table 7.3.3.1 Stair Width Ramp Width Stair Ramp
' ' | ' 205 | 206 ! ons to Vacated Buildings | o / person / person Width Width
EXIT @ E XIT i building is v for the purpose of o at: ) inches inches inches inches
| | contains more than 15 residential dwelling units Table 7.3.3.1 0.3 0.2 13,1 9184
C P AC ITY 2((:)|‘_1A CL. ) ) C AP AC |TY dwelling uni all comply witl hrough & be onan g ble route Minimurm Stair Width 36"
1 46 205A 206A 207A S‘U PPLlY /HOUSE KEEPING CL. 1 46 as required by F206. In addition, at least asidential dwelling unites Minimurm Ramp Width 36"
: ol | NI | | 209 . 210A | | shall comply with 809.5." 36"
ﬂ)i _ _ _ _ | | : | / 1 1 e Lo /\ | Vi Barrier Free Design Guide Means of Egress
- - ] - - - - = = B - - - = A - T‘u' - - i B B B - {ﬂ@%ﬂﬂ) VA ABAAG .4.1(2) Minimum Width 36"
ﬂ( %D])—/ 9 I 74'-0" ‘ I ; XIT CAPAICI i 42"0"| ' Ramps 1 HR
. CORRIDOR ‘ 176 ‘t 194 Max Slope 1:20 (5%) 1:12 (8.3%) 1 HR
.Fg 219 | QF 3 Max Length 35 200
ﬂ@@ﬂ)— - - - -4t - ‘-]J—\ = f— —— - m -1 = = i —— - \—/L ‘ ”‘\—/” _]— ”\/’”— = -]1- - lij - - - {]MWMH) Min Clr Width 4 3 y 1 : o e locked when building is occupied.
‘ \ § J @ \ L_, FE s m “/ @ IEIE | CLS | S \ ‘ Min Landing 6w 6 o : s doors cormnpliy8ing with 7.2.1.6.2 shall be permitted
i b'x6 5% 5
! b | ! ‘b\ SZC;I-S T I I @ = CL i ‘ 1 | w/ door Mumber of Means of
1 _CL. CL . . . CL. [l 29.2.4.1(2) , P
‘ | 203A @ @_ D) @ @ 201A | @ : ! D @ I % B ﬁ 214A 213A B ‘ from both floars.
- - - 7 N - _ - - ] 1 i - - - P = ' [ -1 B B B B B - Arrangement of Means of Egress
i I I I | [TCHEN I NEBN FA FAIFA I STAIR 2 A f M f I
@ ] ’ | 200 i =WOME [l | [ Diag Dist (ft)  Factor Min (ft)  Actual (ft)
P I
- - - — = = RESIDENT ROOM- ;4 _ - | ‘ U] _ | [9C _ I _ 217 4 & RE_SIDENT _QOOM _RESIDMROOM _ = = _ _ _ _ 7.5.1.3.3 Minimum distance between stairs is 106.25 0.33 3541 47
J =G RESIDENT i : STAR 11— R
| | N jjele | | [213] |
:W i 203 | . 201 w ! I ] B! rﬁ
(lBD- - - - - - - = b :—+—f ‘- = b ‘ m - —— - = — —— o\ — - ———t S et - - —
- B - o o : > e i = i B c A : Lo | 29.2.5.4 50 protected with sprinklers
(\ Dead End Corridor
y 5.5 Maximum distance (ft) 50 protected with sprinklers
[ Loy [ [ [ [ [ [ I [
Within suite to corridor door, max (ft) 125 acted with sprinklers
From corridor door to exit, max (ft) 100 protected with sprinklers
I I I I I I I I (. I
Table 29.3.2.2.2  Boiler Room 1 HR or protected with sprinklers
| | | | | | | | | | Laundry Room 1 HR or protected with sprinklers
(ﬂﬂf Combustible Supply Storage 1 HR or protected with sprinklers
) OO ® ® ® ® ® ® ® ®

OCCUPANCY CLASSIFICATIONS: RESIDENTIAL GROUP 2 BY IBC 2013
(2 \SECOND FLOOR LIFE_SAFETY PLAN REMODEL TO EXISTING DORMITORY

G101 /1/8" = 1'-0"

CONSTRUCTION TYPE (TABLE 19.1.6.1 LSC):  TYPE VB IBC

CODE ANALYSIS
LI F E S A F ETY P L A N L E G E N D IBC cope ReFereNce | NFPA 1071 CODE REFERENCE

@Eﬂb TD MINIMUM WIDTH 36" 7.3.4.1(2)
I EXIT AC ASTING BUILDINGS 28" 7.3.4.1.2

| 1 HR FIRE BARRIER ' == n m=m = EXIT 4 EXIT REQUI (TS
MINIMUM EXIT DOOR WIDTH 32" CLEAR 1008.1.1 36" CLEAR
MAXIMUM EXIT DOOR WIDTH 48" 1008.1.1 NO LIMIT

FIRE ALARM FIRE EXTINGUISHER . FE MINIMUM DOOR HEIGHT 6'-8" 1008.1.1

! ! DOOR SWING IN DIRECTION QF TRAVEL
XXX'-X" WHEN SERVING OCCUPANT LOAD »: 50 1008.1.2 50 OCC, EXITS & 7.2.1.4
SMOKE DETECTOR TOTAL TRAVEL DISTANCE TO EXIT .—» HIGH HAZARD
@m - - - - - - - - - - - - - ol : PANIC HARDWARE 1003.1.10

STAIRS
EX |T Ll G HT 8 ‘H ‘M ‘l N‘ H ”‘V““ ‘H IVI || | H |:| H I AJ|. " ]I \[]\ \[:]\ '}\ B -/ . :’ 4 " ‘T'A E!» “ -;v . 2 . 2 i 2 1

RISER - MAXIMUM HEIGHT " 1008.7.2 7" TABLE 7.2.2.2.1
TREADS - MINIMUM LENGTH 11" 1008.7.2 11" TABLE 7.2.2.2.1
MINIMUM NEW S CWIDTH 44", 1F » 50 OCC. 1009.10 36", IF < 50 OCC. 7.2.2.2.1.2

| RESIDENT
| @B e

EXIT CgI;ACITY CL.
— i

ROOM ROOM

-

ROOM ROOM ROOM RESIDENT MINIMUM HEADROOM 6-g" 1009.2
111 ROOM CORRIDORS
@ MINIMUM WIDTH 44" 2 44" 29.2.6.22
I oL F oL ! oL il | MINIMUM HEIGHT 76" 1003.3.1 76" 7.1.5
: 108 y . CL. CL. I Y
109A EXIT CAPACI RAMPS
| 210 MINIMUM WIDTH
1! I R
: | — MAXIMUM SLOPE

| ROOM

MINIMUM EXISTING STAIR WIDTH 36" TABLE 7.2.2.2.1.1.(B)
ﬂf:j f:j‘i MAXIMUM HEIGHT BETWEEN LANDINGS 12'-C 12'-0" TABLE 7.2.2.2.1

R —— — = HANDRAILS 34".38" H 34"-38" H 7.2.2.4.4.1

q{ﬁﬂb - - - " - — gy —- —— l | = ® ] e - —— ———— gy — “ W — I 12" EXTENSION 12" EXTENSION 7.2.2.4.4.10
r | r b T | — T r | r 1 r A " i sl BT

" ACCESSIBLE || RESIDENT . RESIDENT RESIDENT i ACCESSIBLE I GUARDRAILS 42" H, <4" SPHERY 42" H, <4" SPHERE 7.2.2.4.52
RESIDENT RESIDENT RESIDENT 68" 1009.2

|

()

—
(@]
[
=
(2]

|

04A

44" TABLE 7.2.5.2(a)

o ‘
1:12, (8.3% GRADE) TABLE 7.2.5.2(a)

? CORRDOR %~ 1

| 1®i ®

[ S—
i

Q2 \f
[
(-]
20
E;_U
H ©
(]
@

INCHES/PERSON 1005.3.1
.3 N (STAIRY) 1005.3.1 3"/PE
2"/PERSON (CORR) 1005.3.2 2"/PERSON (CORR) 7.3.3.1

INCHES/PERSON 7.3.3
SON (STAIRS) 7.3.3.1

Slo
® | E’”

OCCUPANT LDAD FACTOR (SF/PERSCON)

— — — |- @wmp DORMITORY 200 SF/PERSON Table 7.3.1.2
ALLOWABLE/ACTLA CUPANT LOAD 46,24

FE -

MINIMUM NUM .
1-500 OCCUPANTS 2 EXITS 2 EXITS 7.4.1.1
29.2.4.1(2)
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- il - Cl;@@‘ @ @F‘AROO;W@‘
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501-1000 OCCUPANTS 3EXITS 3EXITS 7.4.1.2
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©

MORE THAN 1000 QCCUPANTS TS 4 EXITS 7.4.1.2

/|
o LA

RESIDENT

KITCHEhlr 5 QI
ROOM 100 118
| [ | | | |
I 52 = T - m - ‘N — — Vﬁ MINIMUM - 35.41" 7.5.1.3.3
G[ jb‘ - — — - — — - - —'#J_ I —— ST . - i E— ACTUAL - 47"
| — P : | |
G[H TABLE 1016.2 125" W/ SPRINKLERS 29.2.6.2
100" W/ SPRINKLERS 29.2.6.3.1
| | | P | ; 50" 1018.4 50" 29.2.5.5
COMMOMN PATH OF TRAVEL 100" TABLE 1014.3 50 29.2.5.4
| | | Lo | EXITS THROWGH ADJOINING ROOMS SEE 12.2.5
ST 5 PING ROOMS 5,000 SF MAX.
SITES OF OTHER ROQMS 10,000 SF MAX,
| | | | |
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1. CONTRACTOR SHALL REMOVE ALL ASBESTOS CONTAINING AND ASBESTOS 10. CONTRACTOR SHALL COLLECT AND DISPOSE OF FLUORESCENT LIGHTING BALLASTS
CONTAMINATED MATERIALS OR DEBRIS INDICATED IN THESE GENERAL NOTES :
» AND HIGH-INTENSITY DISCHARGE (HID) LIGHTING CAPACITORS CONTAINING PCBS IN
REMOVE AND DISPOSE OF AS ASBESTOS WASTE SPECIFICATIONS AND/OR AS SHOWN ON DRAWINGS, AND DISPOSE OF AS ASBESTOS ACCORDANCE WITH THE COMMONWEALTH OF VIRGINIA SOLID WASTE MANAGEMENT
ALL 9 X9 AND 12 X12 ASBESTOS CONTAINING WASTE. AND HAZARDOUS WASTE MANAGEMENT REGULATIONS.
FLOOR TILE AND ASSOCIATED MASTICS,
I ADHESIVES AND GLUES. COVEBASE THAT IS ,
o ATTACHED TO DRYWALL AND DRYWALL JOINT 2. CONTRACTOR SHALL PROVIDE MANUFACTURER'S EQUIPMENT CERTIFICATION TO 11. CONTRACTOR SHALL COLLECT AND RECYCLE HID AND FLUORESCENT LAMPS AND
2 COMPOUND IN THESE AREAS SHALL BE REMOVED CONTRACTING OFFICER FOR REVIEW AND APPROVAL PRIOR TO PLACING EQUIPMENT TUBES IN ACCORDANCE WITH THE WITH THE COMMONWEALTH OF VIRGINIA SOLID
H A AND DISPOSED OF AS ASBESTOS CONTAINING ON JOB SITE. WASTE MANAGEMENT AND HAZARDOUS WASTE MANAGEMENT REGULATIONS.
" WASTE
E @ 3. CONTRACTOR SHALL COORDINATE THIS ASBESTOS REMOVAL PROJECT WITH THE 12. CONTRACTOR SHALL COLLECT AND RECYCLE BATTERIES USED IN EMERGENCY AND
. REMOVE AND DISPOSE OF CERAMIC FLOOR AND CONTRACTING OFFICER TO MINIMIZE INTERFERENCE WITH STANDARD OPERATING EXIT LIGHTS IN ACCORDANCE WITH THE COMMONWEALTH OF VIRGINIA SOLID WASTE
E WALL TILE AS NON-ASBESTOS. CONTAINING PROCEDURES OF THE FACILITY. MANAGEMENT AND HAZARDOUS WASTE MANAGEMENT REGULATIONS.
MATERIAL. CERAMIC FLOOR AND WALL TILE
- SHALL BE ASSUMED TO CONTAIN LEAD (PB) AT 4. CONTRACTOR SHALL ENSURE THAT FIRE ALARMS AND FIRE SUPPRESSION SYSTEMS 13. ASBESTOS ABATEMENT CONTRACTOR SHALL REMOVE ACM PRIOR TO ALLOWING OTHER
3 I T e R DETECTABLE LEVELS. ARE PROTECTED DURING CONSTRUCTION AND REMAIN OPERATIONAL THROUGHOUT NON-ASBESTOS TRADES TO PERFORM WORK THAT MAY DISTURB ACM.
O T T ] — T — e L I
- ( ——— L — g T g F-——F—F =g THE PROJECT.
S | @ @ | @ NON-ASBESTOS CONTAINING FLOOR TILE AND 14. ASBESTOS DRAWINGS ARE DIAGRAMMATIC ONLY AND ARE NOT TO BE SCALED.
I | | | | | | ASSOCIATED MASTICS, GLUES AND ADHESIVES TO 5. CONTRACTOR SHALL SUBMIT AND OBTAIN APPROVAL OF PROPOSED SCHEDULE AND CONTRACTOR SHALL VISIT SITE BEFORE WORK BEGINS TO VERIFY ALL DIMENSIONS
8 @\ } - - — - BE REMOVED AND DISPOSED OF UNDER GENERAL PHASING FOR SYSTEMS SHUT DOWN, ASBESTOS REMOVAL, AND AND WORK CONDITIONS. NOTIFY CONTRACTING OFFICER OF ANY CONFLICTS.
S o | g | 214 | 215 L q DEMOLITION CONDITIONS. RENOVATION /DEMOLITION OPERATIONS TO THE CONTRACTING OFFICER PRIOR TO
(- W .
S | @ | - BEGINNING ANY WORK 15. CONTRACTOR SHALL ASSUME THAT ASBESTOS CONTAINING FLOOR TILE MAY CONSIST
= OF MULTIPLE LAYERS OF MASTICS, GLUES, ADHESIVES AND FLOOR LEVELING
® | | o] Al | REMOVE AND DISPOSE OF AS ASBESTOS ALL : !
S'o # i == |207AZ J AL 2‘ N~215Lr @ DRYWALL AND DRYWALL JOINT COMPOUND IN 6. CONTRACTOR SHALL BE RESPONSIBLE FOR PHYSICALLY SECURING ALL ENTRANCES COMPOUND IN THEIR BIDS.
- = o o = e TS ek i oG L || MO OG0 T O R4 LS W KT o0,
| il ! ! ' ] AND DRYWALL JOINT COMPOUND IS PRESENT
= (9 \r CR ‘ (W) WHERE. TRANSOMS WERE REPLACED IN ALL AREA UNTIL SUCCESSFUL COMPLETION OF PROJECT FINAL CLEARANCE CRITERIA. o e o oo U SURVEYREFORT FOR RIS PROECT S
@ | | *‘ .] Ei .] = e A Sl | BEDROOMS, CERTAIN OF THE DIVIDING WALLS '
o R s st R Eree w7 s J T\ T T BETWEEN ROOMS, CERTAIN OF THE CHASE WALLS 7. LOCATION OF DECONTAMINATION SYSTEMS, ASBESTOS ABATEMENT CONTAINMENT
W ‘ 7 \ 210 _ % N i 2200 AND CERTAIN OF THE CLOSETS. " BARRIERS SHALL BE APPROVED BY THE CONTRACTING OFFICER PRIOR TO START OF 17. CONTRACTOR SHALL ASSUME THAT ORIGINAL ASBESTOS CONTAINING FLOOR TILE,
. L D K T L . WORK MASTICS, GLUES, ADHESIVES IS PRESENT BENEATH WALL PARTITIONS AND CABINETS
- m ‘ E{[ ‘ ////_Ig. @) ' SCHEDULED FOR DEMOLITION. CONTRACTOR SHALL REMOVE AND DISPOSE OF THESE
_ o o 8 e K%N_ e // %;/;/4///{%/% 5 L I S @ REMOVE AND DISPOSE OF AS ASBESTOS WASTE MATERIALS AS ASBESTOS CONTAMINATED WASTE.
' o i ' L= 7 i 221 ! 220 | ! ALL SINKS WITH UNDERCOATINGS. 8. NEGATIVE AIR MACHINES EQUIPPED WITH HEPA FILTERS SHALL BE DISCHARGED TO
TOILET/BATH “ & M{ %//%%2%/%%7/ - THE OUTSIDE OF THE BUILSING A MINIMUM DISTANCE OF 30° FROM BUILDING
N i{ e %/é;;?/%”,///,, /é KD AR 18. CONTRACTOR SHALL ASSUME THAT FIRE DOORS AND DOORFRAMES CONTAIN
S - - - T R B B 1 B B B B B ] ] ////// g 7 /i S B B T B ) : ASBESTOS AND SHALL REMOVE AND DISPOSE OF FIRE DOORS AND DOORFRAMES.
E ot 225 e 7
. O — w e L i cidere /{/////%%// Ll e || N ®) A O OF A R REFER TO SPECIFICATION SECTION 02 82 11 TRADITIONAL ASBESTOS ABATEMENT FOR
S o ®f ) ) ST T ST ) T ) ) T4 e e S A i ) ) R ) ST T . TRANSITE-TYPE BACKS AND SIDES OF SHELVING. 9. ASBESTOS CONTAINING THERMAL SYSTEM INSULATION (TSI) MAY BE CONCEALED ADDITIONAL DETAILS.
L“ BEHIND PLASTER/GYPSUM BOARD/CERAMIC WALLS AND CEILING SYSTEMS AND WITHIN
g | | | | W | - | PIPE CHASES.  CONTRACTOR SHALL ACCESS AREAS SCHEDULED FOR WALL AND 19. CONTRACTOR SHALL ASSUME THAT ALL PAINTED SURFACES AND CERAMIC TILE
o REMOVE AND DISPOSE OF APPROXIMATELY 300 CEILING SYSTEM DEMOLITION AFTER ESTABLISHING THE ASBESTOS REGULATED AREA, CONTAINS DETECTABLE LEVELS OF LEAD IN THE PAINT OR CERAMIC TILE.
S ‘ ‘ L.F. OF CONCEALED ASBESTOS PIPE INSULATION BUT PRIOR TO STARTING ASBESTOS REMOVAL AND DISPOSAL. IF ASBESTOS THERMAL CONTRACTOR SHALL REMOVE MATERIAL AS LEAD CONTAINING IN ACCORDANCE WITH
C | o | | | | | | L | (AR CELL TYPE) AND ASSOCIATED FITTINGS SYSTEM INSULATION IS PRESENT, REMOVE AND DISPOSE OF THERMAL SYSTEM THE OSHA CONSTRUCTION INDUSTRY LEAD STANDARD 29 CFR 1926.62 AND
LOCATED WITHIN PIPE CHASES ALONG WITH INSULATION AS ASBESTOS IN ACCORDANCE WITH THE PROJECT SPECIFICATIONS. SPECIFICATION SECTION 02 83 33.13 (LEAD-BASED PAINT REMOVAL AND DISPOSAL)
EXISTING ASBESTOS DEBRIS IN PIPE CHASES. WALL AND CEILING MATERIALS DISTURBED AS PART OF DEMOLITION NECESSARY TO CONTRACTOR SHALL PERFORM TCLP TESTING TO DETERMINE PROPER DISPOSAL
| | | | | | | | | . GAIN ACCESS TO CONCEALED TSI SHALL BE DISPOSED OF AS ASBESTOS REQUIREMENTS.
B CONTAMINATED WASTE PROVIDED TCLP TESTING SHOWS LEACHABLE LEAD
ED (10) (8) (W) REMOVE AND DISPOSE OF AS ASBESTOS WASTE CONCENTRATION AT OR BELOW 5.0 PPM.
@ ALL EXTERIOR DOOR AND WINDOW CAULKS/
N SEALANTS /GLAZING.
! / 3 \SECOND FLOOR ABATEMENT PLAN /
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| 2 | 3 | 4 5 6 7 8 9
SECOND DOOR_LOCATIONS ARCHITECTURAL REFERENCE SYMBOLS ARCHITECTURAL GENERAL NOTES ARCHITECTURAL ABBREVIATIONS
PIN
PROVlDE\E 2’0" S| A. DIMENSIONS, UNLESS OTHERWISE INDICATED, ARE TO: AC AIR CONDITIONING
123 DOOR NUMBER : : ) :
BLOCKING— #==— PROVIDE SEE PLAN z FACE OF EXISTING WALL SURFACE ACT ACOUSTICAL CEILING TILE
FIRST PIN BLOCKING PROVIDE o ALL WORK SHALL COMPLY WITH FEDERAL ABA, & DEMOLITION NOTE FACE OF MASONRY AFF ABOVE FINISH FLOOR
) Gy i — L, BLOCKING & LOCAL, AND STATE ACCESSIBILITY CODES AND FACE OF WALL STUDS ék%M Q%M'm%%w on
© L — REQUIREMENTS. TOP OF SLAB
5 -,_(lj %? ﬁ\\& 4 L @ KEY NOTE TOP OF MASONRY BO BOTTOM OF
-I 7o o VP \ ALIGN WALLS WITH EXISTING WHERE NOT OTHERWISE CBB CEMENTITIOUS BACKER BOARD
o K SEE DOOR WINDOW TYPE INDICATED. CCW CEMENTITIOUS CRYSTALLINE WATERPROOFING
N SCHEDULE CFMF COLD—FORMED METAL FRAMING
TOWEL PIN TOWEL BAR FOLD UP cG CORNER GUARD
SHOWER SEAT VP DOOK sf— | PARTITION TYPE SROTECTION DRAWINGS FOR ADDITIONAL REGUIREMENTS. ¢ CENTERLINE
LOCATION L REMERTS: CERAMIC MOSAIC TILE
COORDINATE DUCT, CONDUIT, AND PIPE OPENINGS IN CMT
SLABS, ROOF, AND WALLS. COORDINATE DUCT, CONDUIT, CMU CONCRETE MASONRY UNIT
PROVIDE PROVIDE ACCESSIBILITY REQUIREMENTS AND PIPE ROUTING ABOVE CEILINGS. WHERE NEW HOLES IN CO CASED OPENING
BLOCKING BLOCKING EXISTING WALLS AND SLABS ARE CREATED FOR CONDUIT, COMM COMMUNICATION
7 ALL DOOR ASSEMBLIES SHALL BE CONSTRUCTED TO MEET THE INDICATED DUCT, OR PIPE PENETRATIONS COORDINATE SIZE AND CONC CONCRETE
——— i MINIMUM CLEARANCES AS APPLICABLE. EQUIPMENT LEGEND LOCATION OF SUCH WORK WITH INSTALLERS OF SUCH CONC-S CONCRETE WITH SEALER
o CONDUIT, PIPE, DUCT, AND EQUIPMENT. PATCH HOLES CONT CONTINUOUS ,
= I = 46, 1'-0” IF DOOR HAS CAUSED BY THE REMOVAL OF EQUIPMENT, PIPING, CONDUIT, COR CONTRACTING OFFICER S REPRESENTATIVE
= —! — 1 [, BOTH A CLOSER FIRE EXTINGUISHER CABINET DUCT, GRILLS, ETC. WITH MATERIALS MATCHING EXISTING COTR CONTRACTING OFFICER'S TECHNICAL REPRESENTATIVE
N lr @ 7| AND A LATCH_ SLAB OR WALL IN STRUCTURE, MATERIAL, THICKNESS, gB gggmg HEE .
- T T A ALIGNMENT, GRADES, AND QUALITY.
DIAPER URINAL FIRE HOSE © : : o @ . AUTOMATIC DOOR QPERATOR CP CARPET
CHANGING CABINET o] | | : : : T COORDINATE AND PROVIDE SOLID FIRE RETARDANT TREATED DIA DIAMETER
STATION | | o T CARD READER WOOD BLOCKING FOR WALL HOOKS, BRACKETS, GRAB BARS, EDF ELECTRIC DRINKING FOUNTAIN
| COMPUTER MONITORS, TELEVISION WALL BRACKETS, ELEC ELECTRICAL
e — — — PUSH PLATE DOOR SWITCH HANDRAILS, GUARDRAILS, WOOD MOLDINGS, DISPLAYS, Eg EQUAL
ACCESSORIES ETC., BETWEEN STUDS. COORDINATE EXPOSED STRUCTURE
FRONT APPROACHES m J00R HOLD OPEN LOCATIONS WITH COR FOR GOVERNMENT FURNISHED ETC ET CETERA
: T EQUIPMENT. EXIST EXISTING
7 ) USE EITHER N2 EXP EXPOSED
™ e OPTION 1 OR 56 05 D. ‘PROVIDE’ IS DEFINED AS PROVIDING MATERIALS, DELIVERY, FAC FIN FACTORY FINISH
N OPTION 2 OPTION 1 S< STORAGE, HANDLING, INSTALLATION, ADJUSTMENT, AND FD FLOOR DRAIN
~ e T =t ° 2 e CLEANING FOR THE ITEM INDICATED. FEC FIRE EXTINGUISHER CABINET
| | >z 40y FHC FIRE HOSE CABINET
SHOWER CURTAIN ROD SPECIMEN | |;=O :io < === E. SEAL PIPE PENETRATIONS THROUGH SLABS, MASONRY, ll::::N FINISHED FLOOR
| 5T T | - | | | SMOKE RATED PARTITIONS AND FIRE—RATED PARTITIONS FINISH
WITH SHOWER CURTAIN PASS THRU ﬁ> ST 97 o i e
| & g~ | 9 |<j WITH THE APPROPRIATE FIRESTOP TO MAINTAIN THE RATING FLOOR
| | | | | OF THE WALL OR SLAB. SUBMIT CUT SHEETS AND FO FACE OF
— | —L SPECIFICATIONS TO THE COR FOR APPROVAL PRIOR TO Fv FIELD VERIFY
— INSTALLATION. PROVIDE UL LISTED ASSEMBLIES. SEE SHEET e (PRIOR TO ORDERING OR CUTTING)
HINGE-SIDE APPROACHES c002. GA o WALLCOVERING
20 o F. COORDINATE CONTRACTOR DUMPSTER LOCATION WITH GRA GRANITE
L 1 GOVERNMENT. DUMPSTER LOCATION TO BE IDENTIFIED GYP BD/GWB | GYPSUM (WALL) BOARD
— - 1 N B PRIOR TO BIDDING. HC HANDICAPPED C
|3 | | | 5 | s HM HOLLOW METAL
©|S of | | I l = [=_|4Q
Tl <]| ||:> LIS G. SKIM COAT ALL DAMAGED EXISTING WALL SURFACES THAT HPDL HIGH—PRESSURE DECORATIVE LAMINATE
N | | RN REQUIRE PAINTING. HVAC HEATING VENTILATION AND AIR—CONDITIONING
Ny | N - | = MATL MATERIAL
— H. PRIME CONTRACTOR TO HIRE AN ABATEMENT MEEH MAXIMUM
SUB—CONTRACTOR TO PERFORM ASBESTOS ABATEMENT MECHANICAL
LATCH-SIDE APPROACHES WORK. ABATEMENT WORK MUST BE COORDINATED WITH MFR MANUFACTURER
THE VA COR PRIOR TO START OF ABATEMENT. GIVE THE MIN MINIMUM
MOUNTING HEIGHTS VA COR A MINIMUM OF 14 DAYS NOTICE BEFORE START OF MO MASONRY OPENING
PLANNED ABATEMENT ACTIVITIES. SEE ABATEMENT MTL METAL
SPECIFICATIONS. NIC NOT IN CONTRACT
NOTE: NOT ALL ITEMS ARE INCLUDED IN THE WORK. NTS NOT TO SCALE
. COORDINATE DEMOLITION AND RENOVATION WORK AMONG 0C ON CENTER
~HANDLE | ° DISCIPLINES. OH OPPOSITE HAND
u/ ) PB PORCELAIN BASE
U ¢ = J. REMOVED MATERIALS WHICH ARE INDICATED TO BE TURNED PJF PREMOLDED JOINT FILLER
. = e = ° OVER TO THE COR SHALL BE DELIVERED BY THE PLS PLASTER
3 “T o s ql CONTRACTOR TO A PLACE INDICATED BY THE COR IF PLAM PLASTIC LAMINATE
" ™~ ™~ ™~ APPLICABLE. E; PORCELAIN TILE D
5 ) PAIR
FIRE MIRROR  TYP DRINKING HC DRINKING = COAT HOOK K. REMOVE COMPLETELY ALL MATERIALS AS INDICATED ON THE P PAINT
EXTINGUISHER FOUNTAIN FOUNTAIN DRAWINGS AND AS REQUIRED FOR NEW CONSTRUCTION. QT QUARRY TILE
CABINET EDGES AND FACES OF DEMOLISHED AREAS SHALL BE RB RESILIENT BASE
REPAIRED TO ACCEPT NEAT INSTALLATION OF NEW REF REFRIGERATOR
DISPENSER 1594 coNTROLS CONSTRUCTION OR  FINISHES. WHERE EXISTING MATERIALS REQ'D REQUIRED
" TOPENING ] ARE TO BE REPLACED (WALLS, INSULATION, FLOORING, RES RESINOUS FLOORING
¥ b ETC.) EXISTING MATERIALS, ADHESIVES, ETC. SHALL BE RES-W RESINOUS EPOXY WALL — CEILING
5 5> REMOVED AND EXPOSED SURFACES SHALL BE PREPARED RO ROUGH OPENING
I AS RECOMMENDED BY MANUFACTURER PRIOR TO RF RUBBER FLOORING
PAPER TOWEL ELECTRIC INSTALLATION OF NEW MATERIALS. RPH RECESSED PAPER HOLDER
DISPENSER HAND DRYER SC SEALED HIGH BUILD GLAZED COATING
L. PREVENT DAMAGE TO MATERIALS AND FINISHES TO REMAIN (SPECIAL WATING)
SANITARY MIRROR (PAINT, WALLCOVERING, BASE, CEILINGS, CHAIR RAILS, ETC.). SD SOAP DISPENSER
NAPKIN SEAT COVER \\\\\\\\\\ REPAIR DAMAGES FROM CONSTRUCTION ACTIVITIES TO SCW SOLID CORE WOOD
DISPOSAL v DISPENSER— F* 30~ 1l EXISTING ITEMS TO REMAIN, AT NO ADDITIONAL COST TO SIM SIMILAR
GRAB BAR_\ X e |7 i THE GOVERNMENT. WHERE SUCH EXPOSED MATERIALS OR SND SANITARY NAPKIN DISPENSER
~ GRAB_BAR~ h— W ik FINISHES TO REMAIN ARE DAMAGED OR LEFT WITH HOLES SP SPECIAL FACED
TP DISPENSER— ¢ |¢ ~ / /\ BY CONSTRUCTION ACTIVITIES, REPAIR, REPLACE, OR INFILL SS STAINLESS STEEL/SOLID SURFACE E
= . SUCH MATERIALS AND FINISHES TO MATCH EXISTING IN ST STEEL
& v LEZEk W i MATERIAL, SIZE, ALIGNMENT, FINISH, COLOR, TEXTURE, AND SUBS SUBSTRATE
o2 ~l o QUALITY. EXTEND NEW FINISHES TO LOGICAL EDGES SV SHEET VINYL
N ( P L _ (CHANGE OF MATERIAL OR CORNERS). ALL SHALL BE SVT SOLID VINYL TILE
22w 187 15 REPLACED OR REPAIRED TO MATCH OR EXCEED THE B TACK BOARD
| 7
L == 5S0AP DISPENSER- QUALITY THAT EXISTED BEFORE DAMAGE. %LE TELEPHONE
~ P|© FULLY ADHERE TO TOP OF
. | MIRROR M. CONTRACTOR SHALL PROVIDE TEMPORARY CHAIN LINK P TOILET PAPER
FENCE AROUND PROJECT SITE. FENCE SHALL COMPLY TYP TYPICAL
— TYP RESTROOM WITH CONSTRUCTION SECURITY PLAN REQUIIRED IN UNO UNLESS NOTED OTHERWISE
SPECIFICATION SECTION 01 00 00, SECTION 1.4. LOCATION VCT VINYL COMPOSITION TILE
EQ EQ, EQ EQ, TO BE COORDINATED WITH AND APPROVED BY COR. VWC VINYL WALL COVERING
RECESSED SHOWER WC WALL COVERING
a SOAP HOLDER HEAD——+ wg WATER RESISTANT
WOOD
CRAB BAR SHOWER WSk WELDED SEAM SHEET FLOORING
i <l ™~ CONTROLS——f4] o (HEAT WELDED WITH ROD)
] . i 7 <§ET\
¥ GRAB BAR—" S j
%) _I
!
5x =z 22
. oo Tl
e w|s  TYP SHOWER N
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@@ﬁ@ @Mﬁ]@ . @ﬂw DEMOLITION PLAN LEGEND

! ! EXISTING CONSTRUCTION
TO REMAIN

I D\ EXISTING CONSTRUCTION
_4 k- TO BE REMOVED

A
@ DEMOLITION KEY NOTE

BID ALTERNATE:

NO DEMOLITION THIS
AREA EXCEPT TO
REMOVE EXISTING
DOORS, WINDOWS &
LOUVERS

&
G

DEMOLITION GENERAL NOTES

1. REMOVE ALL EXISTING FLOORING AND BASE. WHERE EXISTING SUBSTRATE
IS TO REMAIN, PREPARE IT FOR NEW FINISH AS SCHEDULED. WHERE
EXISTING PARTITIONS ARE TO REMAIN, PREPARE THEM TO RECEIVE NEW
PAINT COATING OR TILE AS SCHEDULED.

&‘ STONE
|

FLOOR PLAN DEMOLITION KEY NOTES

ALL NOTES ARE NOT REFERENCED ON ALL SHEETS.

REMOVE BRICK

REMOVE EXISTING DOOR AND FRAME. FRAME OUT 3'-0"x7'-0" HIGH CASED
OPENING.

FV

SC
b

REMOVE EXISTING PARTITIONS AS SHOWN. REPAIR FLOOR SURFACES TO
RECEIVE FINISHES AS SCHEDULED.

REMOVE EXISTING DOOR.

REMOVE EXISTING DOOR AND FRAME.

REMOVE EXISTING WINDOWS & LOUVERS.

SAW-CUT PLASTER AND CLAY TILE FOR DOOR FRAME.

REMOVE EXISTING CABINETS AND COUNTER.

REMOVE EXISTING PLUMBING FIXTURES. REFER TO PLUMBING DEMOLITION PLAN.
/2 \FIRST FLOOR DEMOLITION PLAN

AD101/1/8" = 1'—0"

PROVIDE OPENING IN EXISTING FLOOR AS NEEDED FOR INSTALLATION OF NEW
PIPING. SEE MECHANICAL AND PLUMBING DRAWINGS FOR SIZES. LOCATION OF
PIPING SHOWN IN THE DRAWINGS IS DIAGRAMMATIC TO INDICATE DESIGN INTENT
ONLY. ACTUAL LOCATION OF OPENINGS SHOULD BE FIELD VERIFIED BY
CONTRACTOR AND REVIEWED AND APPROVED BY COR BEFORE ANY DEMOLITION
@Wm) WORK IS BEGUN. OPENINGS IN FLOOR SHOULD NOT REQUIRE CUTTING OF
CONCRETE JOISTS OR BRIDGING BETWEEN JOISTS. IF EXISTING CONDITIONS
REQUIRE CUTTING OR REMOVAL OF ANYTHING OTHER THAN THE EXISTING
CONCRETE SLAB AND CONCRETE TOPPING, NOTIFY COR IMMEDIATELY. FIELD
VERIFY ACTUAL LOCATIONS OF OPENINGS FOR COR REVIEW AND APPROVAL
BEFORE BEGINNING ANY DEMOLITION. DO NOT CUT JOISTS OR BRIDGING

= — - BETWEEN JOISTS.
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PROVIDE OPENING IN EXISTING FLOOR AS NEEDED FOR INSTALLATION OF NEW
HVAC DUCTS. SEE MECHANICAL DRAWINGS FOR DUCT SIZE. LOCATION OF DUCTS
SHOWN IN' THE DRAWINGS IS DIAGRAMMATIC TO INDICATE DESIGN INTENT ONLY.
ACTUAL LOCATION OF OPENINGS SHOULD BE FIELD VERIFIED BY CONTRACTOR
AND DUCT SHOP DRAWINGS REVIEWED AND APPROVED BEFORE ANY DEMOLITION

= - = p—— = = L — WORK IS BEGUN. OPENINGS IN FLOOR SHOULD NOT REQUIRE CUTTING OF

CONCRETE JOISTS OR BRIDGING BETWEEN JOISTS. IF EXISTING CONDITIONS

REQUIRE CUTTING OR REMOVAL OF ANYTHING OTHER THAN THE EXISTING

' ' it ' CONCRETE SLAB AND CONCRETE TOPPING, NOTIFY COR IMMEDIATELY. FIELD
VERIFY ACTUAL LOCATIONS OF OPENINGS FOR COR REVIEW AND APPROVAL
BEFORE BEGINNING ANY DEMOLITION. DO NOT CUT JOISTS OR BRIDGING
> BETWEEN JOISTS.

BID ALTERNATE:
NO DEMOLITION
THIS AREA

NOT USED

REMOVE EXISTING THROUGH WALL HVAC. REFER TO HVAC DRAWINGS.

REMOVE EXISTING BASE HEATER. REFER TO HVAC DRAWINGS. E
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EXISTING MARBLE PARTITION TO BE SALVAGED, CLEANED AND STORED FLAT FOR
RE-USE.

‘
_____tfll
SRRRE

REMOVE EXISTING GUTTER, SOFFITS AND DECORATIVE MOLDING AS REQUIRED
FOR NEW ROOF.

EXISTING SLATE ROOFING TO BE REMOVED FOR NEW ROOF. UNDAMAGED
SHINGLES TO BE CLEANED AND TURNED OVER TO OWNER. CONTRACTOR SHALL

- - - - - — DELIVER CLEANED SLATE SHINGLES TO A STORAGE AREA DESIGNATED BY COR
' ' / e ' WITHIN THE SALEM VAMC CAMPUS.
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REMOVE EXTERIOR STEPS & FOUNDATION. SALVAGE, CLEAN, AND STORE
REMOVED ORNAMENTAL RAILING, STONE, AND BRICK FOR REUSE.

REMOVE BRICK AND STONE. SALVAGE FOR REUSE.

REMOVE BRICK AND SALVAGE FOR REUSE.

REMOVE EXISTING ORNAMENTAL RAILING. REPAIR, REPLACE MISSING ELEMENTS,
REPAINT AND RE-INSTALL.
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REMOVE EXISTING DOOR.

o

REMOVE EXISTING DOOR AND FRAME.

REMOVE EXISTING WINDOWS & LOUVERS.

/"2 \ROOF DEMOLITION PLAN SAW—CUT PLASTER AND CLAY TILE FOR DOOR FRAME.

AD102/1/8" = 1'-0"

REMOVE EXISTING CABINETS AND COUNTER.
REMOVE EXISTING PLUMBING FIXTURES. REFER TO PLUMBING DEMOLITION PLAN.

PROVIDE OPENING IN EXISTING FLOOR AS NEEDED FOR INSTALLATION OF NEW
PIPING. SEE MECHANICAL AND PLUMBING DRAWINGS FOR SIZES. LOCATION OF
PIPING SHOWN IN THE DRAWINGS IS DIAGRAMMATIC TO INDICATE DESIGN INTENT
ONLY. ACTUAL LOCATION OF OPENINGS SHOULD BE FIELD VERIFIED BY
CONTRACTOR AND REVIEWED AND APPROVED BY COR BEFORE ANY DEMOLITION
WORK IS BEGUN. OPENINGS IN FLOOR SHOULD NOT REQUIRE CUTTING OF
CONCRETE JOISTS OR BRIDGING BETWEEN JOISTS. I EXISTING CONDITIONS
REQUIRE CUTTING OR REMOVAL OF ANYTHING OTHER THAN THE EXISTING
CONCRETE SLAB AND CONCRETE TOPPING, NOTIFY COR IMMEDIATELY. FIELD
VERIFY ACTUAL LOCATIONS OF OPENINGS FOR COR REVIEW AND APPROVAL
BEFORE BEGINNING ANY DEMOLITION. DO NOT CUT JOISTS OR BRIDGING
BETWEEN JOISTS.
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PROVIDE OPENING IN EXISTING FLOOR AS NEEDED FOR INSTALLATION OF NEW
HVAC DUCTS. SEE MECHANICAL DRAWINGS FOR DUCT SIZE. LOCATION OF DUCTS
SHOWN IN' THE DRAWINGS IS DIAGRAMMATIC TO INDICATE DESIGN INTENT ONLY.
ACTUAL LOCATION OF OPENINGS SHOULD BE FIELD VERIFIED BY CONTRACTOR

! AND DUCT SHOP DRAWINGS REVIEWED AND APPROVED BEFORE ANY DEMOLITION

WORK IS BEGUN. OPENINGS IN FLOOR SHOULD NOT REQUIRE CUTTING OF

CONCRETE JOISTS OR BRIDGING BETWEEN JOISTS. IF EXISTING CONDITIONS

' REQUIRE CUTTING OR REMOVAL OF ANYTHING OTHER THAN THE EXISTING

CONCRETE SLAB AND CONCRETE TOPPING, NOTIFY COR IMMEDIATELY. FIELD

| VERIFY ACTUAL LOCATIONS OF OPENINGS FOR COR REVIEW AND APPROVAL

BEFORE BEGINNING ANY DEMOLITION. DO NOT CUT JOISTS OR BRIDGING

BETWEEN JOISTS.

BID ALTERNATE:

NO DEMOLITION THIS
AREA EXCEPT TO
REMOVE EXISTING DOORS,
WINDOWS & LOUVERS

%%_ _ _ _ @ NOT USED
| |
ﬂ)‘ @ REMOVE EXISTING THROUGH WALL HVAC. REFER TO HVAC DRAWINGS.
(ﬂ[@ﬂ%— - - —z—% 'a—é - - -— @ REMOVE EXISTING BASE HEATER. REFER TO HVAC DRAWINGS.
R ) |
j‘f% f‘ﬁ% EXISTING MARBLE PARTITION TO BE SALVAGED, CLEANED AND STORED FLAT FOR
: QB N RE-USE.
N~ o
_ _ _ | L _ _ o

REMOVE EXISTING GUTTER, SOFFITS AND DECORATIVE MOLDING AS REQUIRED
FOR NEW ROOF.

EXISTING SLATE ROOFING TO BE REMOVED FOR NEW ROOF. UNDAMAGED
SHINGLES TO BE CLEANED AND TURNED OVER TO OWNER. CONTRACTOR SHALL
' DELIVER CLEANED SLATE SHINGLES TO A STORAGE AREA DESIGNATED BY COR
WITHIN THE SALEM VAMC CAMPUS.
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REMOVE EXTERIOR STEPS & FOUNDATION. SALVAGE, CLEAN, AND STORE
REMOVED ORNAMENTAL RAILING, STONE, AND BRICK FOR REUSE.

REMOVE BRICK AND STONE. SALVAGE FOR REUSE.

REMOVE BRICK AND SALVAGE FOR REUSE.

REMOVE EXISTING ORNAMENTAL RAILING. REPAIR, REPLACE MISSING ELEMENTS,
REPAINT AND RE-INSTALL.
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REFLECTED CEILING PLAN DEMOLITION LEGEND

LEGEND:

o EXISTING INCANDESCENT LIGHT FIXTURES TO BE
REMOVED (SEE ELECTRICAL DRAWING).

I'—_:::::l:l EXISTING LIGHT FIXTURES TO BE REMOVED
=1  (SEE ELECTRICAL DRAWING).

EXISTING LIGHT FIXTURES TO BE REMOVED, SALVAGED
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REFLECTED CEILING PLAN DEMOLITION
KEYNOTES

REMOVE EXISTING ACOUSTICAL CEILING PANELS, GRID, AND SOFFITS.

REMOVE PLASTER CEILING INCLUDING SUSPENSION SYSTEM.
REMOVE EXISTING CEILING ACCESS PANEL.
REMOVE EXISTING WALL HUNG CABINETS.
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cdiam (or smaller) SDR17 CPVC pipe for use in closed (process or \k&—ﬂ = | — > | . )
supply) piping systems. ¢ EﬂﬂE% L N a *ﬁ[“ ~
C. Rigid Nonmetallic Conduit+ — Nom 2 in. diam (or smaller) Sz | 77297 3 | 9 -
Schedule 40 PVC conduit installed in agforglg;xce with Article 347 —= + -
of the National Electrical Code {NFPA No. 70). ~— A e .
D. Electrical Nonmetallic Tubing (ENT)+ — Nom 1 in. diam (or L 30 9_" > 16°-18 jz L BB
smaller) PVC tubing insfalled in accordance with Article 331 of MAX 7. = SOAP DISPENSER—
the National Electrical Code (NFPA No. 70). — ~C|> FULLY ADHERE TO
3. Fill, Void or Cavity Material* — Sealant — In 2 hr fire rated assem- W VIRROR L
blies, min 1-1/4 in. thickness of fill material applied within thg annu-
- E lus, flush with both surfaces of wall. In 1 hr fire rated assemblies, min
N 5/8 in. thickness of fill materia} applied within the annulus, on both TYP RESTROOM
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FINISH DESCRIPTION FINISH DESCRIPTION WALLS CEILING
NO. THIS FORMS THE BASIS OF DESIGN PRODUCTS. NO. THIS FORMS THE BASIS OF DESIGN PRODUCTS. ROOMNO.|  ROOM NAME FLOOR BASE N E S W VATL  THEIGHT | REMARKS
MANUFACTURER COLOR MANUFACTURER COLOR 200 |KITCHEN VT2 RB-2 P3 [oMT-2, P3| P3 [oMT-2, P3| ACT 8'—6"
PAINT RUBBER FLOORING 201 |RESIDENT ROOM CPT RB-2 P3 P3 P3 P4  |ACT/GWB P6| 8'-6" |3

P1 | SHERWIN WILLIAMS SW 7002 DOWNY RF | JOHNSONITE MICROTONE SPECKLED TILE IN LE4 LOG CABIN 220012‘\ ;ENS —— CPPTT Ri;z CTP3P4 E? CTP3P4 CTP3P4 GWAE?JTPG Z‘g

P2 | SHERWIN WILLIAMS SW /748 GREEN EARTH RUBBER STAIR TREAD 203 |RESIDENT ROOM CPT RB—2 3 P4 3 P35 |ACT/GWB P6| 8-6" |3

P3 SHERWIN WILLIAMS SW 6106 KILIM BEIGE RST—1 | JOHNSONITE STANDARD RUBBER HAMMERED TREAD IN 47 BROWN 203A CL. CPT RB—?2 P3 P3 P3 P3 CWB P6 8-6"

P4 | SHERWIN WILLIAMS SW 6521 NOTABLE HUE RST—2 | JOHNSONITE STANDARD RUBBER HAMMERED TREAD IN 08 FAWN 204 [RESIDENT ROOM CPT RB-2 P3 P4 P3 P3  [ACT/GWB P6| 8-6" |3

PS5 | SHERWIN WILLIAMS SW 6320 BRAVADO RED LUXURY VINYL TILE 220049 ;ESIDENT — gg Eg‘g Eg Ei Eg Eg AC(T;W(?WES% :‘2 !

P6 | SHERWIN WILLIAMS SW 7007 CEILING BRIGHT WHITE LVT-1 | CENTIVA EVENT EUROPEAN CHERRY — 6x36 PLANK e T RB:Z 53 53 53 53 GCVB 55 8,:6,,

P7 SHERWIN WILLIAMS SW 6076 TURKISH COFFEE (DOOR FRAMES) LVI=2 | CENTIVA CONTOUR ATLANTIS BEIGE — 12x18 TILE 206 RESIDENT ROOM CPT RB—2 P3 P3 P3 P4 ACT/GWB P6| 8-6" |3

PAINT STAIN CARPET 206A |CL. CPT RB-2 P3 P3 P3 P3 GWB P6 | 8'-6"
PS | SHERWIN WILLIAMS SW 6457-K PECAN (MILLWORK) CPT | PATCRAFT STUDIO MODULAR TILE PLAYING THE FIELD 220071 EES'DENT ROOM gg Eg‘g Eg ';‘3* Eg Eg AC(T;CV %WESPG 2‘2 5
PORCELAIN TILE SOLID SURFACE & QUARTZ MATERIAL 208 [LOUNGE CPT RB—1 P4 P4 P3 P |ACT/GWB P6| 8-6" |3

PT | DALTILE FIDENZA DORADO QM—1 | CAMBRIA WAVERTON (MILLWORK AT ROOMS 102, 117, 202, 217) 209 SUPPLY/HOUSE KEEPING RF RB-2 P3 P3 P3 P3 ACT 8'-6"
CERAMIC TILE QM—-2 | CAMBRIA BLACKWOOD (MILLWORK AT ROOM 200) 210 |RESIDENT ROOM CPT RB-2 P3 P4 P3 P3| ACT/GWB P6| 8'-6" |3

210A  |CL. CPT RB-2 P3 P3 P3 P3 GWB P6 | 8-6"

CT | DALTILE SALERNO UNIVERSAL BLOCK RANDOM 12x12 QM-3 | CAMBRIA WINDERMERE (MILLWORK AT ROOM 100) 511 RESDENT ROOH T "85 53 o3 >3 ot TACT/oNB F5| 86 |3
GMT—1| FLORIDA TILE BLISS FUSION SAND CEILING 212 |RESIDENT ROOM CPT RB-2 P3 P3 P3 P4  |ACT/GWB P6| 8'-6" |3
GMT—2| FLORIDA TILE BLISS FUSION OXIDE ACT-1_| ARMSTRONG CORTEGA LAY=IN —2195 24"x24’x5/8” BEVELED TEGULAR 2124 |CL CPT RB—2 P3 P3 P P3 CWB P6 | &-6

CROUT oYP GYP. BD. FURR DOWN / CEILING P6 213 |RESIDENT ROOM CPT RB-2 P3 P3 P3 P4 [ACT/GWB PG| 8'-6" |3
2134 |CL. CPT RB-2 P3 P3 P3 P3 GWB P6 | 8-6
GRT—1 | MAIPAI FLEXCOLOR CQ-IVORY SHOWER & CUBICLE CURTAINS (PROVIDE ONE SET AT EACH LOCATION) 214 RESIDENT ROOM CPT RB—? P3 P4 P3 P3 ACT/GWB P6| &'-6" |3
GRT—2 | MAIPAI FLEXCOLOR CQ-WHITE CC—1 | INPRO CORP MAHARAM ADJOURN IN 008 DRENCHED 2147 |CL. CPT RB-2 P3 P3 P3 P3 GWB P6 | 8-6"
RUBBER BASE PHENOLIC TOILET PARTITIONS 215 SHOWERS PT CT CT CT CT CT GWB P6 §—6:
RB—1_ | JOHNSONITE 4" TRADITIONAL WALL BASE IN 284 GANACHE PTP | TBD TO BE SELECTED BY COR FROM MANUFACTURER'S FULL RANGE OF COLORS ;13 %ugsfmg EE RE(;Z CTP3P4 E? CTP3P4 CTP3P4 GWAiTP6 ::2
RB=2 | JOHNSONITE 4" TRADITIONAL WALL BASE IN 08 FAWN 218 [STAR 1 LVT-2, RST—1[EXISTING, RB=2| P3 P5 P3 P3 ACT/GWB P6| 8-6" |1, 3, 4
219 [CORRIDOR LVT-1 RB-1 P3 P2 P2 P2 [ACT/GWB P6| 8&-6" |3
220 |STAR 2 RF, RST-2 RB-2 P3 P3 P3 P3 ACT 8-6" |4
221 [STAR 3 RF, RST—2 RB—2 P3 P3 P3 P3 ACT 8-6" |4
FINISH NOTES: ROOM FINISH SCHEDULE REMARKS:
A. WHERE FINISHES ARE NOT OTHERWISE SELECTED, SUBMIT SAMPLES OF FULL RANGE OF MANUFACTURER'S STANDARD COLORS FOR SELECTION BY COR. I, STAR RISERS. STRINGER & EXISTING WOOD BASE PAINTED P1. COORDINATE BASE ROOM FINISH SCHEDULE
TRANSITION AT UPPER LANDING.
B. PRODUCTS SELECTED ARE BASIS OF DESIGN AND PRODUCTS OF OTHER MANUFACTURERS IN COMPATIBLE COLORWAYS, TEXTURES AND FINISHES ARE 2 PAINT ALL EXISTING PANELING AND TRIM P1. CUSTOM MATCH EXISTING WOOD BASE ROOM NO ROOM NAME FLOOR BASE WALLS CEILING REMARKS
ACCEPTABLE, SUBJECT TO COMPLIANCE WITH CRITERIA OF SELECTED PRODUCTS. BEHIND RADIATORS OR REPLACE WITH NEW MATCHING STYLE ON EAST AND WEST WALLS. ' N E S w MATL HEIGHT
3. ACT CEILING AT 8'—6" AFF, GWB SOFFIT AT 8'—4" AFF. 100 KITCHEN LVT-2 RB-2 P5 |GMT-1, P5| P5 |[GMT-1, P5 ACT 8'-6"
C. EXTERIOR BRICK AND STONEWORK TO MATCH EXISTING IN COLOR, SIZE AND DETAILING. MATCH MORTAR JOINT SIZE, COLOR AND TYPE. 4 RUBBER TREADS, PANTED RISERS AT STARS. 01 ISHOWERS o o T T o T e Ps | 5-¢
D EXTERIOR WOOD WORK TO BE PAINTED P1. 102 |MEN'S TOILET PT CT cT, P4 c1  |cT, P4| cT, P4 ACT 86"
103 |ACCESSIBLE RESIDENT ROOM CPT RB-2 P3 P2 P3 P3  [ACT/GWB P6| 8&-6" |3
E.  EXTERIOR VENTS AND LOUVERS TO BE PAINTED P1. 103A  |CL. CPT RB-2 P3 P3 P3 P3 GWB P6 | 8-6
104  |ACCESSIBLE RESIDENT ROOM |  LVT-1 RB-2 P3 P2 P3 P3  [ACT/GWB P6| 8-6" |3
F.  EXTERIOR HANDRAILS AND BALUSTERS TO BE PAINTED GLOSS BLACK. TR T 5 53 53 53 53 We s | 5o
105  |RESIDENT ROOM LVT-1 RB-2 P3 P2 P3 P3  [ACT/GWB P6| 8-6" |3
105A  |CL. LVT-1 RB-2 P3 P3 P3 P3 GWB P6 | 8-6
106 |RESIDENT ROOM CPT RB-2 P3 P3 P3 P2 |[ACT/GWB P6| 8&8-6" |3
106A  |CL. CPT RB-2 P3 P3 P3 P3 GWB P6 | 8-6
107 |RESIDENT ROOM CPT RB-2 P3 P2 P3 P3  [ACT/GWB P6| 8&-6" |3
107A  |CL. CPT RB-2 P3 P3 P3 P3 GWB P6 | 8-6
108 |LOUNGE LVT-2 EXISTNG | P5, P1| P55  |P5, P1| P5  [ACT/GWB P6| 8-6" |2, 3
109  |RESIDENT ROOM CPT RB-2 P3 P3 P3 P2 |ACT/GWB P6| 8-6" |3
109A  |CL. CPT RB-2 P3 P3 P3 P3 GWB P6 | 8-6
110  |RESIDENT ROOM CPT RB-2 P3 P3 P3 P2 [ACT/GWB P6| 8&-6" |3
110A  |CL. CPT RB-2 P3 P3 P3 P3 GWB P6 | 8-6"
111 |RESIDENT ROOM CPT RB-2 P3 P2 P3 P3  [ACT/GWB P6| 8&-6" |3
111A  |CL. CPT RB-2 P3 P3 P3 P3 GWB P6 | 8-6
112 |ACCESSIBLE RESIDENT ROOM CPT RB-2 P3 P3 P3 P2 [ACT/GWB P6| &-6" |3
1124 |CL. CPT RB-2 P3 P3 P3 P3 GWB P6 | 8-6
113 |ACCESSIBLE RESIDENT ROOM CPT RB-2 P3 P3 P3 P2 [ACT/GWB P6| 8-6" |3
113A  |CL. CPT RB-2 P3 P3 P3 P3 GWB P6 | 8-6
114 [RESIDENT ROOM CPT RB-2 P3 P2 P3 P3  [ACT/GWB P6| 8-6" |3
114A  [CL. CPT RB-2 P3 P3 P3 P3 GWB P6 | 8-6
115  |LAUNDRY LVT-1 RB-1 P3 P4 P3 P3 ACT 86"
116 |COM CL RF RB-2 P3 P3 P3 P3 GWB P6 | 8-6"
117 |WOMEN'S TOILET PT cT cT, P4 c1  [cT, P4| T, P4 ACT 8'-6"
118 |STAR LVT-2, RST-1|EXISTING, RB-1| P3 P5 P3 P3 GWB P6 | 8-6" |1, 4
119 |CORRIDOR LVT-1 RB-1 P3 P4 P4 P4 ACT 8'—6’
120 |CORRIDOR LVT-1 RB-1 P3 P3 P4 P4 ACT 8'—6’
121 |CORRIDOR LVT-1 RB-1 P3 P4 P4 P3 ACT 8'—6’
122 |STAR 2 RF, RST-2 RB-2 P3 P3 P3 P3 - 8-6" |4
123 |STAR 3 RF, RST—2 RB-2 P3 P3 P3 P3 - g-6" |4
-
WALLS CEILING
ROOMNO.| ROOMNAME | FLOOR |BASE (T Tt 1= REMARKS
B100  [STAR VT2, RST-2| RB-2 [ P3 [ P3 [P3|P3 [ACT/GWB P6| 86
B101  [PIPE BASEMENT — — [——]--]--]-- — 8'-6"
B102  |CRAWL SPACE —- — [--]--]--]-- —- 8'—6"
B103 | STORAGE RF RB-2 | P3| P3| P3| P3 —- 8'—6"
B104  |LAUNDRY RF RB-2 | P4 | P4 [ P3| P3 — 8'—6"
B105  |MECHANICAL ROOM RF RB-2 [ P1 [ P1[P1[P1 —— 8'-6"
B106  |ELECTRICAL RF RB-2 [ P1 | P1] P1]P1 —— 8'-6"
B107 [PIT —— — [——]--]--]-- —— 8'—6"
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FV FV o DOOR AND FRAME SCHEDULE
o F=V DOOR FRAME
1'=0% 2'-6%" SIZE DETAIL FIRE RATING |HDWR SET|REMARKS
DOOR NO. TYPE| MATL |TYPE |[MATL
M . T F=V W x H THK HEAD | JAMB | SILL
) = o= AR = 'y ow . yom B101 3'-0"x3'-0" [13/4"| A WD 1 HM | 3/A611 [2/A611(1/A611 1 HOUR 5 3
| ol g S/ o> 5y
o © | o o> > VT L =T J|7 B102 | SW0'x3.0" 1347 A | WD | 1 | HM | 3/A611|2/ASI1I1/AGILL - LU
i M L ﬂ% L N —| B103 3.0"x7-0" [13/4"| A | wp | 1 | HM |3/A611 |2/A611|1/A611| 1 HOUR 5
] o | JE - N B104 3.0"x70" |13/4"| B | Wb | 1 | HM |3/a611 |2/611]1/A611] 1HOUR 5
{ { B105 3.6"x70" |13/4"| A | HM | 2 | HM | 7/m611 |6/A611| - - E3 1
) FIELD VERIFY ) B106 3'-6"x7'-0" |13/4"| A | HM 2 | HM | 7/A611 |6/A611| -- = E3 1 A
@ @ @ @ @ @ @ 100 3.0"X7'0" [13/4"| B | wp | 1 | HM | 3/A611 |2/A611|1/A611 - R2C
101A 3.0"x70" [13/4"| A | wp | 1 | HM | 3/A611 |2/A611|1/A611 - 4B
:ﬂNDOW & LOUVER TYPES 101B 3.6"X7'0" [13/4"| A | wp | 3 | HM | 5/A611 |4/A611|1/A611 - R3A
101C 26"X7'0" [13/4"| A | wp | 3 | HM | 5/A611 |4/A611|1/A611 - R3A
EE SCHED) 101D 3.0"X7'-0" [13/4"| A | wp | 3 | HM | 5/A611 |4/A611|1/A611 - R3A
HEE SCHE ¢ ,leEE SCHED,lv M@S E SCH ’IVSEE SCHED,lv HDS E SCH 102 3.0"x7-0" |13/4"| A | wp | 1 | HM |3/a611 |2/A611|1/A611 - 4B
E x— FLEVATIONS SHOWN HERE ARE FOR 103 3'-0"x7'-0" [13/4"| A WD 1 HM | 3/A611 |2/A611(1/A611 - R1
Z\mmz\ 1 n 1 n n
GENERAL DESIGN INTENT ONLY. 103A 26"x70" [13/4"| A | wp | 1 | HM |5/A611 |4/A611|1/A611 - R2
2 3 [b 2 2 - o Vi a ALL NEW DOORS ARE TO MATCH 104 3.0"x7-0" [13/4"| A | wp | 1 | HM | 3/m611 |2/A611|1/A611 - R1
é § ) |, § . § N § ~_ é N B(E)?)l%\j AND DETAILS OF EXISTING 104A 2.6"x7'0" |13/4"| A | wp | 1 | HM |5/A611 |4/A611|1/A611 - R2
L L 2 01 M— %" TEMPERED Ll — Y%” TEMPERED L ~— 4" TEMPERED L — " TEMPERED Ll ~— %" TEMPERED 105 3'-0"x7'-0" |13/4"| A | WD |[EXIST.| -- - - - - R1
DN D 1o GLASS 2 D D GLASS » [l | GLASS n GLASS %2 GLASS 105A 2'6"x7'-0" [13/4"| A | WD |EXIST.| - - - - - R2
] 106 3.0"x7-0" |13/4"| A | wp |ExisT.| - N - - - R1
106A 26"x70" |13/4"| A | wD |EXIST.| - - - - - R2
A B C D E F 107 3'-0"x7'-0" [13/4"| A WD |EXIST.| - - - - - R1 B
107A 26"x70" |13/4"| A | wD |EXIST.| - - - - - R2
DOOR TYPES
e 108B 3-6"x7'0" |13/4"| E | wD |EXIST.| - - - - - 2
108C | PR2-6"x7'0" [13/4"| B | wp | 1 | HM |3/A611|2/A611|1/A611| 1 HOUR 6A
s o 109 3.0"x7'0" |13/4"| A | wD |EXIST.| - - - - - R1
) ) e g O MSCHED 109A 26"x70" |13/4"| A | wD |EXIST.| - - - - - R2
—?@%@ —%'W%“ S 110 3.0"x7'0" |13/4"| A | wD |EXIST.| - - - - - R1
. k,:if 7 110A 26"x70" |13/4"| A | wD |EXIST.| - - - - - R2
XS ~f— - N INSUL. 111 3-0"x7'-0" |13/4"| A WD |EXIST.| -- -- - - - R1
™ GLASS @ 111A 26"x7-0" |13/4"| A | wp |exisT.| - B - - - R2
a a o EXTERIOR 112 3.0"x70" [13/4"| A | wp | 1 | HM | 3/A611 |2/A611|1/A611 R1
L Lol Lol DOORS, - X /- / / / / -
é é § FROSTED 112A 26"x70" |13/4"| A | wp | 1 | HM |5/A611 |4/A611|1/A611 - R2
Ly Ly Ly CLASS @ 113 3.0"x70" [13/4"| A | wp | 1 | HM | 3/A611 |2/A611|1/A611 - R1
v I v INTERIOR 113A 2'-6"x7'-0" [13/4"] A WD 1 HM | 5/A611 |4/A611(1/A611 - R2
DOORS 114 3.0"x7'0" |13/4"| A | wD |EXIST.| - - - - - R1
114A 26"x70" |13/4"| A | wD |EXIST.| - - - - - R2
1 2 J 115 3.0"x70" |13/4"| B | wp | 1 | HM |3/A611 |2/A611|1/A611 - R2B C
FRAME TYPES 116 26"x70" |13/4"| A | wp | 1 | HM |5/A611 |4/A611|1/A611 - 5D
NTS 117 3.0"x70" [13/4"| A | wp | 1 | HM | 3/A611 |2/A611|1/A611 - 4B
118A  [3'-0"/2-0"x7'-0"[13/4"| D | WD |EXIST.| - - - - - R7A
1188 |3'-0"/2-0"x7'-0"[13/4"| E | wD |EXIST.| - - - - - 2
FIELD VERIFY PARTITIS(EI\EI o VFEEILIPY 118C 26"x 70" [13/4"| B | WD | 1 | HM | 3/A611 |2/A611|1/A611 - R2C
. , T BRICK F\ PARTITION PER EXISTING PARTITION 120 3.0"x7'0" [13/4"| B | WD | 1 | HM |3/A611 |2/A611[1/A611| 1 HOUR
ﬂ 1 THRU-WALL N SCHEDULE N 121 3-0"x7'0" [13/4"| B | WD | 1 | HM |3/A611|2/A611[1/A611| 1HOUR
1 : FLASHING EXISTING EXTERIOR v ] [ ] 122A 3.6"X7-0" [13/4"| B | wp | 1 | HM | 7/A611 |6/A611|1/A611| 1 HOUR 6 1
g /_ 6" METAL STUDS @ CONSTRUCTION % / / 1228B 3.6"X7'0" [13/4"| B | HM | 3 | HM | 9/A611 |8/A611| - - R1A
B 5 16" 0.C. e e 123A 3.6"X7'0" [13/4"| B | wp | 1 | HM | 7/A611 |6/A611|1/A611| 1 HOUR 6 1
I8 : e % GYP. BOARD > e e :i SEALANT, EACH SIDE x _—|DBL METAL TRACK x Z WOOD TRIM-MATCH 1238 | 3-6'x7-0" [13/24"] B | AM | 3 | KM | o/ae11 [s/a611] - - R1A
/. . ~ ' Lo . vb . EXISTING
- ; el <~ " -
/i// = = : st ER%MREOUPTERSOSL?SEDULE | < | g 200 2'-8"X7'0" [13/4"| B | WD |EXIST.| - - - - - R2C
fF——— = Egg\ WEEP @ 24" O.C. ] L COORDINATE FRAME N__|FRAME PER SCHEDULE | FRAME PER SCHEDULE 201 2’-6"x7’-0" 13/4" A | wbo | 1 | HM |3/A611 [2/A611|1/A611 - R1
. ) \\ INTERIOR  SEALANT DEPTH WITH EXISTING 201A 2'6"x7'-0" |13/4"| A | WD |EXIST. R2
' . \\ BACKER ROD & \ MASONRY OPENING _~—|DOOR PER SCHEDULE _~—(DOOR PER SCHEDULE 202 2'-8"x7'-0" [13/4"| A | WD 1 | HM | 5/A611 [4/A611|1/A611 4B
[=— SEALANT 203 26"x7-0" |13/4"| A | wp |exisT.| - B - - - R1
T~ FRAME PER SCHEDULE- N DOOR PER SCHEDULE N N 203A 2'-6"x7'0" |13/4"| A | WD |EXIST.| - - - - - R2
GROUT SOLID 204 26"x70" |13/4"| A | wD |EXIST.| - - - - - R1
(7 \HEAD—EXISTING EXTERIOR WALL ("5 \HEAD—NEW_INTERIOR PARTITION ( 3 \HEAD—EXISTING INTERIOR PARTITION 200A | 2767x70" |13/ A L WD IBAST - ] - 1 - |- = i
AB11 /3°=1'-0" AB11 /3"=1"-0" A611 /3"=1'—0" -0 X /- : - ~ - - -
- N, Geri) Geri) 205 26"x70" |13/4"| A | wD |EXIST R1
| ) 205A 26"x70" |13/4"| A | wD |EXIST.| - - - - - R2
Ji" CLEAR GLASS 206 26"x70" |13/4"| A | wD |EXIST.| - - - - - R1
FIELD VERIFY SEE FIELD 206A 2'6"x7-0" [13/4"| A | wD |EXIST.| - - - - - R2
_—— GLAZING STOP PARTITION TYPE VERIFY 07 e x70" |13 A | wo |exst| - - - - - ~
///_ I A, 4y PARTITION PER &Y EXISTING PARTITION 207A 2°6"x7'-0" |13/4"] A | WD |EXIST.| - - - - - R2
— o ) SCHEDULE ) 209 2.6"x7-0" |13/4"| A | wp |ExisT.| - - B B B 5D
I_ } } 1_gn " n - - . . .
- / . oA Ive EATERIOR DBL METAL STUD 2211:A 2 ixi g 12/3 2 xz Eiii 2
o CONSTRUCTION 6" X7 / | - - - - -
o x Lo Z x Z WOOD TRIM=MATCH 211 26"x70" |13/4"| A | wD |EXIST.| - - - - - R1
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SIGNAGE GENERAL NOTES
A ALL SIGNS LOCATED NEXT TO A DOOR WILL BE HUNG 3" FROM THE STRIKE SIDE OF THE DOOR FRAME AND 60" AFF TO THE CENTERLINE
OF THE SIGN,

B. ROOM NUMBERS WILL BE ASSIGNED BY OWNER, VERIFY BEFORE SIGN PRODUCTION BEGINS.
C. COMPLY WITH AMERICAN WITH DISABILITIES ACT (ADA) AND WITH CODE PROVISIONS AS ADOPTED BY AUTHORITIES HAVING JURISDICTION
D. ROOM NUMBERS ON THIS SHEET SHOULD BE REFERENCED TO SIGNAGE SHEETS A621 AND A622 ONLY.
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